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DEMOLITION PLAN - THIRD FLOOR DEMOLITION KEYNOTES ,<® WALL LEGEND
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1. REMOVE EXISTING VISION GLASS AND SPANDREL PANELS FROM EXISTING CURTAIN WALL
FRAMING STOREFRONT SYSTEM. REFER TO SHEET 1-A 04.01-356.

GENERAL DEMOLITION NOTES

EXISTING PARTITION

EXISTING ONE HOUR FIRE BARRIER
=ere—ee—== = EXISTING TWO HOUR FIRE BARRIER
PARTITION TO BE DEMOLISHED

2. REMOVE EXISTING COLD ROOM INCLUDING INSULATED DOOR, WALLS, FLOOR, AND D1. PROVIDE TEMPORARY DUST PARTITIONS AND OTHER MEANS NECESSARY FOR THE PROTECTION OF
CEILINGS; CASEWORK; AND ALL ASSOCIATED EQUIPMENT, PIPING CONDUITS (ADJACENT ALL HOSPITAL OCCUPANTS WHERE TRAFFIC IN CORRIDORS AND SPACES ADJACENT TO DEMOLITION /
AND REMOTE), AND PLUMBING. PATCH PENETRATIONS IN EXISTING TO REMAIN FLOORS & RENOVATION WORK ARE IMPACTED. COORDINATE WITH FACILITY'S INFECTION CONTROL DIRECTOR
WALLS AND APPROPRIATE COMPLIANCE WITH INFECTION CONTROL RISK ASSESSMENT (ICRA) GUIDELINES.

3. REMOVE EXISTING CONVECTION UNIT. CAP ALL UTILITIES BELOW SLAB. PATCH
PENETRATIONS D2. REMOVE CONSTRUCTION SHOWN DASHED ON DEMOLITION PLAN.

4. RELOCATE EXISTING STERILIZER, REFER TO EQUIPMENT PLAN 1-A 12.01-356.

5. TURN OVER AUTOMATIC DOOR OPERATOR TO C.O.T.R. D3. STOP WORK IMMEDIATELY AND NOTIFY C.0.T.R. IF AND WHEN EXISTING CONDITION IS

6. EXISTING ELECTRIC STRIKE ACCESS CONTROL SYSTEM AND DOOR FRAME TO REMAIN. ENCOUNTERED DURING DEMOLITION WHICH APPEARS TO BE IN CONFLICT WITH THE DRAWINGS, THE
REMOVE DOOR. REMOVAL OF WHICH MIGHT SEEM TO ENDANGER THE STRUCTURAL INTEGRITY OF THE BUILDING.

7. REMOVE EXISTING DOOR. EXISTING FRAME TO REMAIN,

8. REMOVE EXISTING FUME HOOD. D4. AFTER DEMOLITION IS PERFORMED, PATCH AND REPAIR ALL REMAINING SURFACES TO PREPARE FOR

9. REMOVE EXISTING CERAMIC FLOOR, WALL FINISHES. REMOVE EXISTING LAYIN CEILING, RECEIVING NEW FINISHES. ADD/ PATCH AND REPAIR DAMAGED FIRE PROOFING.

LIGHTS & DIFFUSERS.

10. EXISTING FINISHES TO REMAIN. D5. WHERE WORK IS TO BE PERFORMED IN EXISTING SPACES:

11. REMOVE EXISTING VINYL WALL COVERING.

12. REMOVE EXISTING CERAMIC WALL TILE. A.  REMOVE FLOOR FINISH TO SUB-FLOOR, CLEAN ADHESIVES AND GLUES FROM

13. REMOVE EXISTING FLOOR, BASE, WALL, CEILING, & FINISHES. COMPLETE DEMO & GUT SUBSTRATE AND PREPARE SUBSTRATE (LEVEL AND FILL AS NEEDED) TO RECEIVE FINISHES.
DOWN TO EXISTING CONCRETE SUBSTRATE. REFER TO ASB1.02 FOR FURTHER
INSTRUCTION. B. REMOVE ENTIRE WALL COVERING SYSTEMS SUCH AS PANELING AND VINYL WALL

14. REMOVE EXISTING GYP. BD. FRAMING AND INSULATION ALONG INSIDE FACE OF EXTERIOR COVERINGS, THEN SKIM-COAT EXISTING WALL SURFACES. PREPARATION FOR NEW
CURTAIN WALL TO INSTALL NEW CONDUIT, ELECTRICAL, DATA, AND INSTALLATION OF NEW WALL FINISHES. PROVIDE LEVEL 5 FINISH. UNLESS INDICATED OTHERWISE.

FIRE SAFING - TYPICAL. - SEE ELECTRICAL /COMMUNICATIONS FOR ALL LOCATIONS.

15. EXISTING FIRE EXTINGUISHER CABINET TO BE REMOVED. C. REMOVE ENTIRE CEILING SYSTEM AND RELATED CEILING MOUNTED ITEMS AS INDICATED.

16. RELOCATE EXISTING GLASS WASH, REFER TO EQUIPMENT PLAN 1-A 12.01-356.

17. REMOVE EXISTING LABORATORY CASEWORK AND SHELVING. D6. REMOVE EXISTING DOORS, FRAMES, AND HARDWARE INDICATED BY DASHED LINES (U.O.N.).

18. REMOVE EXISTING PLUMBING FIXTURES.

19. REMOVE EXISTING FLOOR FINISHES & BASE. D7. REMOVE ALL EXISTING CASEWORK, INCLUDING BASE UNITS, SHELVES, WHETHER PERMANENTLY OR

20. UTILIZE GROUND FLOOR PLAZA FOR STAGING, DUMPSTER, TRASH CHUTE, SCAFFOLD TEMPORARILY ATTACHED.

AND LIFTS.

21.NOT USED. D8. REMOVE ALL REMAINING EQUIPMENT.

22. REMOVE EXISTING DOOR AND FRAME.

23. RELOCATE EXISTING SHELVING AND MOP RACKS D9. REMOVE ALL OBSOLETE, UNNECESSARY, OR ABANDONED ITEMS IN DEMOLITION AREAS THAT ARE

24. REMOVE PORTION OF WALL FOR ACCESS TO SHAFT AND INSTALLATION OF FLOOR NOT APPROPRIATE TO REMAIN FOR NEW WORK.

GRATING AND NEW ACCESS DOOR AND FRAME.
25. REMOVE EXISTING THICKSET MORTAR BED DOWN TO EXISTING 1" RECESSED SLAB. D10. VERIFY WITH C.0.T.R. WHETHER SALVAGEABLE ITEMS ARE TO BE CAREFULLY REMOVED FOR REUSE,
STORAGE, OR DISPOSAL. LIST OF ITEMS TO BE TURNED OVER TO VA. REFER TO GENERAL
CONDITIONS.
D11. PATCH AND REPAIR EXISTING WALLS, CEILINGS, AND FLOORS, THAT ARE TO REMAIN WHERE DAMAGED

BY CONSTRUCTION. THIS INCLUDES DAMAGE DONE TO EXISTING SPACES ABOVE, BELOW, AND
ADJACENT TO NEW WORK. PATCH EXISTING FLOORS.

D12. REFER TO STRUCTURAL, MECHANICAL, PLUMBING, AND ELECTRICAL DRAWINGS AND
SPECIFICATIONS FOR ADDITIONAL DEMOLITIONS ITEMS AND INFORMATION.

D13. BE RESPONSIBLE FOR ALL SHORING AND TEMPORARY SUPPORT OF STRUCTURE
NECESSARY DUE TO DEMOLITION.

D14. BE RESPONSIBLE FOR SAFETY AND PROTECTION OF ALL FLOOR OPENINGS, ROOF
EDGES FROM BECOMING FALL HAZARDS.

D15. MAINTAIN ALL NECESSARY EXITS 'PROTECTED AND CLEAR' UNLESS ALTERNATE
METHODS OF EGRESS ARE PROVIDED THAT ARE ACCEPTABLE TO BUILDING CODE OFFICIALS.
RELOCATE AUTOMATIC DOOR PUSHPADS, KEYPADS OR CARD READERS, FIRE ALARM ITEMS,
EXIT SIGNS, AND EMERGENCY LIGHTING AS REQUIRED DUE TO DEMOLITION OR OBSTRUCTION BY
TEMPORARY DUST PARTITIONS.

D16. CONTRACTOR IS RESPONSIBLE FOR APPROPRIATELY DISPOSING OF DEMOLITION DEBRIS THAT MAY
CONTAIN HAZARDOUS MATERIAL AT NO ADDITIONAL CHARGE TO THE OWNER.

D17. REFER TO ELECTRICAL FOR DEMOLITION OF LIGHT FIXTURE BALLASTS AND FLUORESCENT BULBS.
CONTRACTOR IS RESPONSIBLE FOR APPROPRIATELY DISPOSING OF ITEMS.

D18. UTILITIES AND SYSTEMS AREAS OUTSIDE THE CONSTRUCTION LIMITS SHALL REMAIN (UNLESS
INDICATED TO BE MOVED / REWORKED). REMOVE ALL OTHER UTILITIES AND SYSTEMS WITHIN WORK
LIMITS (UNLESS SHOWN / INDICATED TO REMAIN).

D19. WHEN ROOM IS INDICATED TO BE DEMOLISHED, WORK INCLUDES BUT IS NOT LIMITED TO REMOVING
WALLS, BASE, CASEWORK, CEILINGS, FINISHES, DOORS, HARDWARE, WINDOWS, CARPET, VCT.

D20. REMOVE PREVIOUSLY ABANDONED PLUMBING TRAPS ABOVE CEILING.

D21. PROJECT IS A COMPLETE DEMOLITION ("GUT") OF CORE SPACE AND CONTRACTOR SHALL PERFORM
SITE VISIT INSPECTIONS PRIOR TO BID.
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